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DIRECT TESTIMONY 
OF 

MARK R. GILL 
ON BEHALF OF  

VIRGINIA ELECTRIC AND POWER COMPANY 
BEFORE THE 

VIRGINIA STATE CORPORATION COMMISSION 
CASE NO. PUR-2026-00050 

Q. Please state your name, position with Virginia Electric and Power Company 1 

(“Dominion Energy Virginia” or the “Company”), and business address. 2 

A. My name is Mark R. Gill, and I am a Consulting Engineer in the Electric Transmission 3 

Line Engineering Department of the Company.  My business address is 5000 Dominion 4 

Boulevard, Glen Allen, Virginia 23060.  A statement of my qualifications and background 5 

is provided as Appendix A. 6 

Q. Please describe your areas of responsibility with the Company. 7 

A. I am responsible for planning the Company’s electric transmission system for voltages 8 

of 69 kilovolts (“kV”) through 500 kV.9 

Q. What is the purpose of your testimony in this proceeding? 10 

A. In order to resolve identified violations of mandatory North American Electric Reliability 11 

Corporation (“NERC”) Reliability Standards and to provide for future load growth in the 12 

Gordonsville Load Area thereby supporting economic development in the City of 13 

Charlottesville, Albemarle County, and the Commonwealth of Virginia, Virginia Electric 14 

and Power Company (“Dominion Energy Virginia” or the “Company”) proposes, within 15 

existing Company-owned right-of-way in the City of Charlottesville and Albemarle 16 

County, to: 17 

(i) Rebuild approximately 8.7 miles of the existing 230 kilovolt (“kV”) 18 
Charlottesville-Hollymeade Junction Line #2054 by removing the existing 230 kV 19 
structures, which are mostly single circuit wooden H-frame structures, and 20 



2 

replacing them with double circuit 230 kV monopole structures utilizing current 1 
230 kV standards;  2 

(ii) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 3 
the Company’s proposed 230 kV double circuit structures between Charlottesville 4 
Substation and Hollymeade Junction;15 

(iii) Rebuild approximately 7.2 miles of the existing 230 kV Hollymeade Junction-6 
Gordonsville Line #2135 by removing the existing 230 kV structures, which are 7 
mostly single circuit wooden H-frame structures, and replacing them with double 8 
circuit 230 kV monopole structures utilizing current 230 kV standards; and 9 

(iv) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 10 
the Company’s proposed 230 kV double circuit structures between Hollymeade 11 
Junction and Gordonsville Substation.212 

(collectively, the “Rebuild Project”).313 

The purpose of my testimony is to describe the Company's transmission system and the 14 

need for, and benefits of, the proposed Rebuild Project.  I am sponsoring Sections I.B, I.C, 15 

I.D, I.E, I.G, I.J, I.K, I.M, I.N, and II.A.10 of the Appendix.  Additionally, I am co-16 

sponsoring the Executive Summary and Section I.A with Company Witnesses Warren B. 17 

Atkinson, Kamlesh A. Joshi, and Hannah Hurst; Sections I.F, and IV.A with Company 18 

1 As explained in the Executive Summary and Section I.A of the Application Appendix, this work is needed 
to accommodate the load growth anticipated in the Rebuild Project area, to mitigate potential thermal overloads, and 
to provide operational flexibility, thereby allowing the system to withstand contingency conditions without additional 
right-of-way expansion and/or repeated construction impacts in the Rebuild Project corridor.  The Company will not 
energize the new conductors until the anticipated load materializes and the substation terminations are available.  

2 See supra, n.1. 

3 In addition, the Company intends to complete work at Charlottesville Substation, Cash Corner Delivery 
Point (“DP”), and Gordonsville Substations to support the new line rating.  The Company considers this work to 
qualify as an “ordinary extension[] or improvement[] in the usual course of business” (i.e., “ordinary course”) pursuant 
to Va. Code § 56-265.2 A 1 and, therefore, does not require approval pursuant to Va. Code § 56-46.1 B or a certificate 
of public convenience and necessity (“CPCN”) from the Commission.  This is consistent with the Staff’s July 6, 2017 
guidance (available at https://www.scc.virginia.gov/media/sccvirginiagov-home/regulated-industries/utility-
regulation/’responsibilities/guidance-documents/staffguidanceordvsnonord.pdf), which provides that any 
transmission project that only requires reconductoring, maintenance or station work does not require a CPCN. 
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Witness Warren B. Atkinson; and Sections I.H and II.A.3 with Company Witness Hannah 1 

Hurst.  2 

Q. Does this conclude your testimony? 3 

A. Yes, it does.4 



APPENDIX A 

BACKGROUND AND QUALIFICATIONS 
OF 

MARK R. GILL 

Mark R. Gill received a Bachelor of Science degree in Electrical Engineering from the 1 

University of Virginia in 1989.  He has been licensed as a Professional Engineer in the 2 

Commonwealth of Virginia since 1994.  He has been employed by the Company for more than 30 3 

years.  Mr. Gill’s experience with the Company includes Customer Service (1988-1992), Circuit 4 

Calculations/System Protection (1992-1999), Distribution Planning (1999-2007) and 5 

Transmission Planning (2007-Present).  6 

Mr. Gill has previously testified before the Virginia State Corporation Commission. 7 



WITNESS DIRECT TESTIMONY SUMMARY 

Witness: Warren B. Atkinson 

Title: Department Manager – Transmission & Distribution  

Summary:   

Company Witness Warren B. Atkinson sponsors those portions of the Appendix providing an 
overview of the design characteristics of the transmission facilities for the proposed project, and 
discussing electric and magnetic field levels, as follows: 

• Section I.L:  This section provides details on the deterioration of structures and associated 
equipment as applicable. 

• Section II.A.5:  This section provides drawings of the right-of-way cross section showing 
typical transmission lines structure placements. 

• Sections II.B.1 to II.B.2:  These sections provide the line design and operational features 
of the proposed project, as applicable. 

• Section II.B.4:  This section when applicable normally provides the line design and 
operational features of a proposed project. 

• Section IV.B to IV.C:  This section provides analysis of the health aspects of electric and 
magnetic field levels.  

Additionally, Company Witness Atkinson co-sponsors the following portion of the Appendix: 

• Section I.A (co-sponsored with Company Witnesses Mark R. Gill, Kamlesh A. Joshi, and 
Hannah Hurst):  This section details the primary justifications for the proposed project. 

• Section I.F (co-sponsored with Company Witness Mark R. Gill):  This section describes 
any lines or facilities that will be removed, replaced or taken out of service upon completion 
of the proposed project, including the number of circuits and normal and emergency ratings 
of the facilities. 

• Section I.I (co-sponsored with Company Witness Kamlesh A. Joshi):  This section provides 
the estimated total cost of the proposed project. 

• Section II.B.3 (co-sponsored with Company Witness Hannah Hurst):  This section provides 
the physical line design along the preferred right-of-way—providing mapped segments, 
diagrams and descriptions of each structure type, the number and locations of each, their 
materials and dimensions, typical spans, and the minimum conductor-to-ground clearances 
under maximum operating conditions. 

• Section II.B.5 (co-sponsored with Company Witness Hannah Hurst):  This section provides 
the mapping and structure heights for the existing overhead structures. 

• Section IV.A (co-sponsored with Company Witness Mark R. Gill):  This section provides 
the calculated maximum electric and magnetic field levels expected to occur at the edge of 
the right-of-way. 



A statement of Company Witness Atkinson’s background and qualifications is attached to his 
testimony as Appendix A.



DIRECT TESTIMONY 
OF 

WARREN B. ATKINSON 
ON BEHALF OF  

VIRGINIA ELECTRIC AND POWER COMPANY 
BEFORE THE 

VIRGINIA STATE CORPORATION COMMISSION 
CASE NO. PUR-2026-00050 

Q. Please state your name, position with Virginia Electric and Power Company 1 

(“Dominion Energy Virginia” or the “Company”), and business address. 2 

A. My name is Warren B. Atkinson, and I am a Department Manager in the Transmission & 3 

Distribution group of Burns & McDonnell.  My business address is 25 Fenton Main Street, 4 

Suite 400, Cary, North Carolina 27511.  A statement of my qualifications and background 5 

is provided as Appendix A. 6 

Q. Please describe your areas of responsibility with the Company. 7 

A. I am responsible for the estimating and conceptual design of high voltage transmission 8 

line projects from 69 kilovolt (“kV”) to 500 kV.9 

Q. What is the purpose of your testimony in this proceeding? 10 

A. In order to resolve identified violations of mandatory North American Electric Reliability 11 

Corporation (“NERC”) Reliability Standards and to provide for future load growth in the 12 

Gordonsville Load Area thereby supporting economic development in the City of 13 

Charlottesville, Albemarle County, and the Commonwealth of Virginia, Virginia Electric 14 

and Power Company (“Dominion Energy Virginia” or the “Company”) proposes, within 15 

existing Company-owned right-of-way in the City of Charlottesville and Albemarle 16 

County, to: 17 

(i) Rebuild approximately 8.7 miles of the existing 230 kV Charlottesville-18 
Hollymeade Junction Line #2054 by removing the existing 230 kV structures, 19 
which are mostly single circuit wooden H-frame structures, and replacing them 20 

1



with double circuit 230 kV monopole structures utilizing current 230 kV standards;  1 

(ii) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 2 
the Company’s proposed 230 kV double circuit structures between Charlottesville 3 
Substation and Hollymeade Junction;14 

(iii) Rebuild approximately 7.2 miles of the existing 230 kV Hollymeade Junction-5 
Gordonsville Line #2135 by removing the existing 230 kV structures, which are 6 
mostly single circuit wooden H-frame structures, and replacing them with double 7 
circuit 230 kV monopole structures utilizing current 230 kV standards; and 8 

(iv) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 9 
the Company’s proposed 230 kV double circuit structures between Hollymeade 10 
Junction and Gordonsville Substation.211 

(collectively, the “Rebuild Project”).312 

The purpose of my testimony is to describe the design characteristics of the transmission 13 

facilities for the proposed Project, and also to discuss electric and magnetic field levels.  I 14 

am sponsoring Sections I.L, II.A.5, II.B.1-II.B.2, II.B.4, and IV.B-C of the Appendix.  15 

Additionally, I am co-sponsoring the Executive Summary and Section I.A with Company 16 

Witnesses Mark R. Gill, Kamlesh A. Joshi, and Hannah Hurst; Sections I.F and IV.A with 17 

1 As explained in the Executive Summary and Section I.A of the Application Appendix, this work is needed 
to accommodate the load growth anticipated in the Rebuild Project area, to mitigate potential thermal overloads, and 
to provide operational flexibility, thereby allowing the system to withstand contingency conditions without additional 
right-of-way expansion and/or repeated construction impacts in the Rebuild Project corridor.  The Company will not 
energize the new conductors until the anticipated load materializes and the substation terminations are available.  

2 See supra, n.1. 

3 In addition, the Company intends to complete work at Charlottesville Substation, Cash Corner Delivery 
Point (“DP”), and Gordonsville Substations to support the new line rating.  The Company considers this work to 
qualify as an “ordinary extension[] or improvement[] in the usual course of business” (i.e., “ordinary course”) pursuant 
to Va. Code § 56-265.2 A 1 and, therefore, does not require approval pursuant to Va. Code § 56-46.1 B or a certificate 
of public convenience and necessity (“CPCN”) from the Commission.  This is consistent with the Staff’s July 6, 2017 
guidance (available at https://www.scc.virginia.gov/media/sccvirginiagov-home/regulated-industries/utility-
regulation/’responsibilities/guidance-documents/staffguidanceordvsnonord.pdf), which provides that any 
transmission project that only requires reconductoring, maintenance or station work does not require a CPCN. 

2



Company Witness Mark R. Gill; Section I.I with Company Witness Kamlesh A. Joshi; and 1 

Sections II.B.3 and II.B.5 with Company Witness Hannah Hurst.  2 

Q. Does this conclude your testimony? 3 

A. Yes, it does.4 

3



APPENDIX A 

BACKGROUND AND QUALIFICATIONS 
OF 

WARREN B. ATKINSON 

Warren B. Atkinson received a Bachelor of Science degree in Civil Engineering from 

the North Carolina State University in 2011.  He currently serves as a Department Manager in 

Burns & McDonnell’s Transmission & Distribution Group.  Prior to serving as Department 

Manager, Mr. Atkinson served as a Senior Transmission Engineer from May 2022 to 

November 2025.   

Prior to joining Burns & McDonnell, Mr. Atkinson spent ten years with Tower 

Engineering Professionals, where he served as a Structural Staff Engineer (2012-2016), Project 

Lead (2016-2019), and Project Manager (2019-2022).   

Mr. Atkinson has not previously testified before the Virginia State Corporation 

Commission. 



 

WITNESS DIRECT TESTIMONY SUMMARY 

Witness: Kamlesh A. Joshi 

Title:  Senior Electrical Engineer – Transmission and Distribution Services Department 

Summary:   

Company Witness Kamlesh A. Joshi sponsors or co-sponsors the following sections of the 
Appendix describing the substation work to be performed at an existing substation for the proposed 
project: 

• Section II.C:  This section describes and furnishes plan drawings of the substations 
associated with the proposed project.  It also describes substation expansion capability and 
plans.

Additionally, Company Witness Joshi co-sponsors the following portion of the Appendix: 

• Section I.A (co-sponsored with Company Witnesses Mark R. Gill, Warren B. Atkinson, 
and Hannah Hurst):  This section details the primary justifications for the proposed project. 

• Section I.I (co-sponsored with Company Witness Warren B. Atkinson):  This section 
provides the estimated total cost of the proposed project. 

A statement of Company Witness Joshi’s background and qualifications is attached to his 
testimony as Appendix A. 
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DIRECT TESTIMONY 
OF 

KAMLESH A. JOSHI 
ON BEHALF OF  

VIRGINIA ELECTRIC AND POWER COMPANY 
BEFORE THE 

VIRGINIA STATE CORPORATION COMMISSION 
CASE NO. PUR-2026-00050 

Q. Please state your name, position with Virginia Electric and Power Company 1 

(“Dominion Energy Virginia” or the “Company”), and business address. 2 

A. My name is Kamlesh A. Joshi.  I am employed as a Senior Electrical Engineer in the 3 

Transmission and Distribution Services Department at Burns & McDonnell.  My business 4 

address is 2301 Maitland Center Parkway, Maitland, Florida 32751.  A statement of my 5 

qualifications and background is attached as Appendix A. 6 

Q. Please describe your areas of responsibility with the Company.  7 

A. I am responsible for evaluation of the substation project requirements, feasibility 8 

studies, conceptual physical design, scope development, preliminary engineering and 9 

cost estimating for high voltage transmission and distribution substations.10 

Q. What is the purpose of your testimony in this proceeding? 11 

A. In order to resolve identified violations of mandatory North American Electric Reliability 12 

Corporation (“NERC”) Reliability Standards and to provide for future load growth in the 13 

Gordonsville Load Area thereby supporting economic development in the City of 14 

Charlottesville, Albemarle County, and the Commonwealth of Virginia, Virginia Electric 15 

and Power Company (“Dominion Energy Virginia” or the “Company”) proposes, within 16 

existing Company-owned right-of-way in the City of Charlottesville and Albemarle 17 

County, to: 18 

(i) Rebuild approximately 8.7 miles of the existing 230 kilovolt (“kV”) 19 



2 

Charlottesville-Hollymeade Junction Line #2054 by removing the existing 230 kV 1 
structures, which are mostly single circuit wooden H-frame structures, and 2 
replacing them with double circuit 230 kV monopole structures utilizing current 3 
230 kV standards;  4 

(ii) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 5 
the Company’s proposed 230 kV double circuit structures between Charlottesville 6 
Substation and Hollymeade Junction;17 

(iii) Rebuild approximately 7.2 miles of the existing 230 kV Hollymeade Junction-8 
Gordonsville Line #2135 by removing the existing 230 kV structures, which are 9 
mostly single circuit wooden H-frame structures, and replacing them with double 10 
circuit 230 kV monopole structures utilizing current 230 kV standards; and 11 

(iv) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 12 
the Company’s proposed 230 kV double circuit structures between Hollymeade 13 
Junction and Gordonsville Substation.214 

(collectively, the “Rebuild Project”).315 

The purpose of my testimony is to describe the work to be performed as part of the Project.  16 

I am sponsoring Section II.C of the Appendix, and co-sponsoring the Executive Summary 17 

and Section I.A with Company Witnesses Mark R. Gill, Warren B. Atkinson, and Hannah 18 

Hurst.  I also co-sponsor Section I.I of the Appendix with Company Witness Warren B. 19 

Atkinson, specifically as it pertains to substation work. 20 

1 As explained in the Executive Summary and Section I.A of the Application Appendix, this work is needed 
to accommodate the load growth anticipated in the Rebuild Project area, to mitigate potential thermal overloads, and 
to provide operational flexibility, thereby allowing the system to withstand contingency conditions without additional 
right-of-way expansion and/or repeated construction impacts in the Rebuild Project corridor.  The Company will not 
energize the new conductors until the anticipated load materializes and the substation terminations are available.  

2 See supra, n.1. 

3 In addition, the Company intends to complete work at Charlottesville Substation, Cash Corner Delivery 
Point (“DP”), and Gordonsville Substations to support the new line rating.  The Company considers this work to 
qualify as an “ordinary extension[] or improvement[] in the usual course of business” (i.e., “ordinary course”) pursuant 
to Va. Code § 56-265.2 A 1 and, therefore, does not require approval pursuant to Va. Code § 56-46.1 B or a certificate 
of public convenience and necessity (“CPCN”) from the Commission.  This is consistent with the Staff’s July 6, 2017 
guidance (available at https://www.scc.virginia.gov/media/sccvirginiagov-home/regulated-industries/utility-
regulation/’responsibilities/guidance-documents/staffguidanceordvsnonord.pdf), which provides that any 
transmission project that only requires reconductoring, maintenance or station work does not require a CPCN. 
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Q. Does this conclude your testimony? 1 

A. Yes, it does. 2 



APPENDIX A 

BACKGROUND AND QUALIFICATIONS 
OF 

KAMLESH A. JOSHI 

Kamlesh A. Joshi received a Master of Science in Project Management from Harrisburg 

University of Science & Technology, as well as a Master of Science in Electrical Engineering from 

Missouri University of Science and Technology in December 2013.  

Mr. Joshi worked as a Substation Design Engineer from January 2014 to July 2019 at Black 

& Veatch Corporation, Overland Park, Kansas.  Mr. Joshi worked with the Black & Veatch 

Orlando, Florida, office Substation Design Team from August 2019 to January 2021.  Mr. Joshi 

joined the Burns & McDonnell Engineering Substation Department as a Staff Electrical Engineer 

in February 2021.  He was promoted to Senior Electrical Engineer in January 2022 at Burns & 

McDonnell.  

Mr. Joshi’s responsibilities include the evaluation of the substation project requirements; 

development of project scope documents, estimates and schedules; preparation of specifications 

and bid documents; material procurement; development of detailed physical drawings, bill of 

materials, electrical one-lines, schematics and wiring diagrams.  He has been licensed as a 

Professional Engineer in Texas since 2018 and in Florida since 202 1. 

Mr. Joshi has previously testified before the Virginia State Corporation Commission. 



 

WITNESS DIRECT TESTIMONY SUMMARY 

Witness: Hannah Hurst 

Title: Senior Siting and Permitting Specialist – Siting and Permitting Group 

Summary:   

Company Witness Hannah Hurst sponsors those portions of the Appendix providing an overview 
of the design of the route for the proposed project, and related permitting, as follows: 

 Section II.A.l:  This section provides the length of the proposed corridor and viable 
alternatives to the proposed project. 

 Section II.A.2:  This section provides a map showing the route of the proposed project in 
relation to notable points close to the proposed project. 

 Section II.A.4:  Although not applicable to the proposed project, this section, when 
applicable, explains why the existing right-of-way is not adequate to serve the need. 

 Sections II.A.6 to II.A.9:  These sections provide detail regarding the right-of-way and 
proposed route selection procedures for the proposed project. 

 Section II.A.11:  This section details how the construction of the proposed project follows 
the provisions discussed in Attachment 1 of the Guidelines. 

 Section II.A.12:  This section identifies the counties and localities through which the 
proposed project will pass and provides General Highway Maps for these localities. 

 Section II.B.6:  This section provides photographs of existing facilities, representations of 
proposed facilities, and visual simulations. 

 Section III:  This section details the impact of the proposed project on scenic, 
environmental, and historic features. 

 Section V:  This section provides information related to public notice of the proposed 
project. 

Additionally, Company Witness Hurst co-sponsors the following portions of the Appendix: 

 Section I.A (co-sponsored with Company Witnesses Mark R. Gill, Warren B. Atkinson, 
and Kamlesh A. Joshi):  This section details the primary justifications for the proposed 
project. 

 Section I.H (co-sponsored with Company Witness Mark R. Gill):  This section provides 
the desired in-service date of the proposed project and the estimated construction time. 

 Section II.A.3 (co-sponsored with Company Witness Mark R. Gill):  This section provides 
color maps of existing or proposed rights-of-way in the vicinity of the proposed project.  

 Section II.B.3 (co-sponsored with Company Witness Warren B. Atkinson):  This section 
provides the physical line design along the preferred right-of-way—providing mapped 
segments, diagrams and descriptions of each structure type, the number and locations of 
each, their materials and dimensions, typical spans, and the minimum conductor-to-ground 
clearances under maximum operating conditions. 



 

 Section II.B.5 (co-sponsored with Company Witness Warren B. Atkinson):  This section 
provides the mapping and structure heights for the existing and proposed overhead 
structures. 

Finally, Company Witness Hurst sponsors the DEQ Supplement filed with the Application.  A 
statement of Company Witness Hurst’s background and qualifications is attached to her testimony 
as Appendix A. 



DIRECT TESTIMONY 
OF 

HANNAH HURST 
ON BEHALF OF  

VIRGINIA ELECTRIC AND POWER COMPANY 
BEFORE THE 

VIRGINIA STATE CORPORATION COMMISSION 
CASE NO. PUR-2026-00050 

Q. Please state your name, position with Virginia Electric and Power Company 1 

(“Dominion Energy Virginia” or the “Company”), and business address. 2 

A. My name is Hannah Hurst, and I am a Senior Siting and Permitting Specialist in the Siting 3 

and Permitting Group for the Company.  My business address is 5000 Dominion Blvd., 4 

Glen Allen, Virginia 23060.  A statement of my qualifications and background is provided 5 

as Appendix A. 6 

Q. Please describe your areas of responsibility with the Company. 7 

A. I am responsible for identifying appropriate routes for transmission lines and obtaining 8 

necessary federal, state, and local approvals and non-environmental permits for those 9 

facilities.  In this position, I work closely with government officials, permitting 10 

agencies, property owners, and other interested parties, as well as with other Company 11 

personnel, to develop facilities needed by the public so as to reasonably minimize 12 

environmental and other impacts on the public in a reliable, cost-effective manner. 13 

Q. What is the purpose of your testimony in this proceeding? 14 

A. In order to resolve identified violations of mandatory North American Electric Reliability 15 

Corporation (“NERC”) Reliability Standards and to provide for future load growth in the 16 

Gordonsville Load Area thereby supporting economic development in the City of 17 

Charlottesville, Albemarle County, and the Commonwealth of Virginia, Virginia Electric 18 

and Power Company (“Dominion Energy Virginia” or the “Company”) proposes, within 19 

1



existing Company-owned right-of-way in the City of Charlottesville and Albemarle 1 

County, to: 2 

(i) Rebuild approximately 8.7 miles of the existing 230 kilovolt (“kV”) 3 
Charlottesville-Hollymeade Junction Line #2054 by removing the existing 230 kV 4 
structures, which are mostly single circuit wooden H-frame structures, and 5 
replacing them with double circuit 230 kV monopole structures utilizing current 6 
230 kV standards;  7 

(ii) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 8 
the Company’s proposed 230 kV double circuit structures between Charlottesville 9 
Substation and Hollymeade Junction;110 

(iii) Rebuild approximately 7.2 miles of the existing 230 kV Hollymeade Junction-11 
Gordonsville Line #2135 by removing the existing 230 kV structures, which are 12 
mostly single circuit wooden H-frame structures, and replacing them with double 13 
circuit 230 kV monopole structures utilizing current 230 kV standards; and 14 

(iv) Install approximately 8.4 miles of idle 230 kV conductors on the vacant circuit of 15 
the Company’s proposed 230 kV double circuit structures between Hollymeade 16 
Junction and Gordonsville Substation.217 

(collectively, the “Rebuild Project”).318 

The purpose of my testimony is to provide an overview of the route and permitting for the 19 

proposed Rebuild Project.  As it pertains to routing and permitting, I sponsor Sections 20 

1 As explained in the Executive Summary and Section I.A of the Application Appendix, this work is needed 
to accommodate the load growth anticipated in the Rebuild Project area, to mitigate potential thermal overloads, and 
to provide operational flexibility, thereby allowing the system to withstand contingency conditions without additional 
right-of-way expansion and/or repeated construction impacts in the Rebuild Project corridor.  The Company will not 
energize the new conductors until the anticipated load materializes and the substation terminations are available.  

2 See supra, n.1. 

3 In addition, the Company intends to complete work at Charlottesville Substation, Cash Corner Delivery 
Point (“DP”), and Gordonsville Substations to support the new line rating.  The Company considers this work to 
qualify as an “ordinary extension[] or improvement[] in the usual course of business” (i.e., “ordinary course”) pursuant 
to Va. Code § 56-265.2 A 1 and, therefore, does not require approval pursuant to Va. Code § 56-46.1 B or a certificate 
of public convenience and necessity (“CPCN”) from the Commission.  This is consistent with the Staff’s July 6, 2017 
guidance (available at https://www.scc.virginia.gov/media/sccvirginiagov-home/regulated-industries/utility-
regulation/’responsibilities/guidance-documents/staffguidanceordvsnonord.pdf), which provides that any 
transmission project that only requires reconductoring, maintenance or station work does not require a CPCN. 

2



II.A.1, II.A.2, II.A.4, II.A.6, II.A.7, II.A.8, II.A.9, II.A.11, II.A.12, II.B.6, III, and V.A-D 1 

of the Appendix.  I am co-sponsoring the Executive Summary and Section I.A with 2 

Company Witnesses Mark R. Gill, Warren B. Atkinson, and Kamlesh A. Joshi.  I also co-3 

sponsor Sections I.H (pertaining to the potential for permitting delays) and II.A.3 of the 4 

Appendix with Company Witness Mark R. Gill, and Sections II.B.3 and II.B.5 of the 5 

Appendix with Company Witness Warren B. Atkinson.  Finally, I co-sponsor the DEQ 6 

Supplement filed with the Application.  7 

Q. Has the Company complied with Va. Code § 15.2-2202 E? 8 

A. In accordance with Va. Code § 15.2-2202 E, a letter dated March 3, 2026, was sent to Jeff 9 

Richardson, Albemarle County Executive and James Freas, City of Charlottesville, Deputy 10 

City Manager, advising of the Company’s intention to file this Application and inviting the 11 

County to consult with the Company about the proposed Rebuild Project.  See Attachment 12 

V.D.1.  13 

Q. Does this conclude your testimony? 14 

A. Yes, it does. 15 

3



APPENDIX A 

BACKGROUND AND QUALIFICATIONS 
OF 

HANNAH HURST 

Ms. Hannah Hurst received a Bachelor of Science degree in Environmental Horticulture 

from Virginia Tech Polytechnic Institute in 2016.  Ms. Hurst has been employed by the Company 

since 2022 as a Siting and Permitting Specialist.  Prior to joining the Company, she worked as 

Environmental Planner for New Kent County where she was responsible for permitting procedures 

and inspections.  Her areas of expertise are in local zoning, planning, and local environmental 

permitting.  

Ms. Hurst has previously testified before the Virginia State Corporation Commission. 




