








 

 

II. DESCRIPTION OF THE PROPOSED PROJECT 

B. Line Design and Operational Features 

1. Detail the number of circuits and their design voltage, initial 
operational voltage, any anticipated voltage upgrade, and transfer 
capabilities. 

Response: From the proposed Unity Switching Station to the proposed Tunstall Substation, 
the proposed single circuit 230 kV lines (Lines #2259 and #2262) will be designed 
and operated at 230 kV with no anticipated upgrade and have a transfer capability 
of 1,573 MVA.   
 
From the proposed Tunstall Substation to the proposed Evans Creek Substation, the 
proposed single circuit 230 kV line (Line #2274) will be designed and operated at 
230 kV with no anticipated upgrade and have a transfer capability of 1,573 MVA.   
 
From the proposed Tunstall Substation to the proposed Raines Substation, the 
proposed single circuit 230 kV line (Line #2275) will be designed and operated at 
230 kV with no anticipated upgrade and have a transfer capability of 1,573 MVA.   
 
From the proposed Evans Creek Substation to the proposed Raines Substation, the 
proposed single circuit 230 kV line (Line #2277) will be designed and operated at 
230 kV with no anticipated upgrade and have a transfer capability of 1,573 MVA.   
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