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Inspection Results – VCHEC Landfill 

 Yes No 

Was a review performed of available information regarding the 

status and condition of the CCR unit, including files in the operating 

record?  
  

 Yes No 

Was a visual inspection performed to identify signs of stress or 

malfunction of the CCR unit?   

Identify any changes in the geometry of the unit since the previous annual 

inspection. 

No changes were made in the geometry of the unit since the previous inspection. CCR 

placement continues in accordance with the Station’s approved plans and specifications. 

 

Present volume of the CCR contained in the unit 

at the time of the inspection (cubic yards) 

8,794,000 

Identify any appearances of an actual or potential structural weakness of the CCR 

unit or existing conditions that are disrupting or have the potential to disrupt the 

operation and safety of the CCR unit. 

None observed. 

Identify any changes that may have affected the stability or operation of the unit 

since the previous annual inspection. 

None observed. 

Additional comments 

No additional comments. 

 


